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SECTION A—A

1. ALL METAL PIPING AND METAL APPURTENANCES TO BE COATED WTH RUST INHIBITOR
(8 MILS MIN.) THICKNESS.

2. IF PRE-FAB VAULTS ARE USED, WALLS MAY BE 4" IN LIEU OF 6".

3. SEE STANDARD

DRAWING G—-12 FOR VAULT UD DETAILS.
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